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ARCHITECT'S 
SUPPLEMENTAL 
INSTRUCTIONS 
 

OWNER  
ARCHITECT  
CONTRACTOR  
FIELD  
OTHER  

 

 

PROJECT: City of Mesa Public Safety Training Facility 
 (name, address) Burn Facility Expansion 
 3260 N. 40th Street 
 Mesa, AZ  
 

OWNER: City of Mesa  
 20 East Main Street  
 Mesa , AZ  86336 
 

TO:  (Contractor) JE Bowen Construction  LLC 
 517 S. Blossom 
 Mesa, AZ  85206 

ARCHITECT’S SUPPLEMENTAL  
INSTRUCTION NO:   1 
 
DATE: March 7, 2016 
 
MESA PROJECT NO: CP0096  
ARCHITECT'S PROJECT NO: 140714 
 
NTP DATED: Feb. 1, 2016 

The Work shall be carried out in accordance with the following supplemental instructions issued in accordance with the 
Contract Documents without change in Contract Sum or Contract Time. Proceeding with the Work in accordance with these 
instructions indicates your acknowledgement that there will be no change in the Contract Sum or Contract Time.  
 

  

 
Description:  (Here insert a written description of the interpretation or change) 

 
CITY OF MESA PUBLIC SAFETY TRAINING FACILITY 
BURN FACILITY EXPANSION 

Sheet A0.0 – Cover Sheet 
Sheet A3.0 – First Floor Plan 
Sheet A3.1 – Second Floor Plan 
Sheet A5.1 – Building Sections / Thermal Lining Details 
Sheet A6.0 – Door Schedule / Door Details 
Sheet A6.1 – Door Details  
Sheet A6.2 - Door Details  
Sheet A6.3 - Door Details 
Sheet A7.1 – Roof / Chopout Details 

Sheet A7.3 – Garage Vents / Open Wall Joints 
Sheet AA2.0 – Alternate Bid (Info Transferred to A3.0 

and A3.1) 
Sheet S1 – Structural Notes and Details 
Sheet S3 – Second Floor Framing Plan 
Sheet S4 – High & Low Roof Framing Plan 
Sheet S5 – Details 
Sheet S6 – Second Floor Details 
Sheet S8 – Stair Details 

 
Revise as follows: 
Sheet A0.0 – Cover Sheet 

 Cover Sheet revised to reflect ASI#1 and date  
 
Sheet A3.0 – First Floor Plan / Sheet A3.1 – Second Floor Plan 

 Masonry Control Joint Locations (MCJ) as per GSN and Detail 2/A7.3 have been identified as per Revised 
Sheets A3.0 and A3.1 

Note: Exact Locations within wall length may be adjusted based on masonry jointing/coursing within 8” 
of proposed locations. 

 Door 201B has been relabeled ‘Door Type A’ on Sheet A3.1 as per attached revised Sheet A3.1 

 Added General Floor Plan Note H. in reference to cutting of masonry units (8x8x16 / 8x8) in the middle of the 
wall – “Not at Top or Ends” as per Revised Sheets A3.0 and A3.1 

 
Sheet AA2.0 – First Floor Plan / Second Floor Plan Alt. Bid 

 Floor Plan Layouts/ Room Finish Shcedule have been transferred to Sheets A3.0 and A3.1 since these 
Alternate Bids were accepted. 

 
Sheet A5.1 – Building Sections / Thermal Lining Details 

 Det. 1 - Thermal Linings at Ceiling “Section with Thermal Lining Tile on Exterior” – Clarification that SS angle 
is not required were exterior Thermal Lining panels occur on the exterior as per Revised Sheets A5.1  
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Sheet A6.0 – Door Schedule / Door Details / Sheet A6.1 – Door Details / Sheet A6.2 - Door Details / Sheet A6.3 - 
Door Details 

 Det. 7 – Steel Door/Window Head – Shows increased HTL lintel  width to provide anchor point for Thermal 
Lining Tile (HTL) as per revised Sheet A6.0 

Note: Increased HTL lintel width is to provide anchor point for Thermal Lining Tile (HTL) and is not due 
to structural loading. 

 Door Types A, B, C and Window Shutters and associated steel hardware, supports ,etc. to be “Prime Painted 

Steel (Gray)” and NOT Hot-Dipped Galvanized due to the potential reaction with high heat as per attached 
revised Sheet(s) A6.0, A6.1, A6.2 and A6.3 

Note: All other steel including, but not limited to stairs, Railings, scuppers, etc. shall remain Hot-Dipped 
Galvanized. 

 
Sheet A7.1 – Roof / Chopout Details 

 Det. 2 – Eave Detail @ Roof / Safety Railing System – Clarification showing in creased masonry top course 
(10”) masonry top course to match Structural Det. 7/S7 as per revised Sheet A7.1 

 
Sheet A7.3 – Garage Vents / Open Wall Joints 

 Det. 2 – Plan Details-Open Wall Joints – Joint at Second Floor Columns modified to allow for expansion of 
masonry as per attached revised Sheet A7.3 

 
Sheet S1 – Structural Notes and Details 

 Masonry Note 18 – Revised Lintel Detail as per attached revised Sheet S1 
 
Sheet S3 – Second Floor Framing Plan 

 Line of Fire Brick shown at Stair as per attached revised Sheet S3 

 Correct Det. 14/S6 keyed in as per attached revised Sheet S3 

 Second Floor Framing Note 5 revised as per attached revised Sheet S3 

 Note No. 6 removed as per attached revised Sheet S3 
 
Sheet S4 – High & Low Roof Framing Plan 

 Roof Framing Note 5 revised as per attached revised Sheet S4 
 
Sheet S5 – Details 

 Det. 14 /S5 – Masonry & Concrete Lintels at Masonry Wall Openings – Deleted as per attached revised Sheet 
S5 

 
Sheet S6 – Second Floor Details 

 Det. 12 /S6 - Balcony Slab Bearing at Concrete Wall - Deleted CIP floor extension as per attached revised 
Sheet S6 
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Sheet S8 – Second Floor Details 

 Added Det. 7 /S8 – Typical Precast Concrete Lintels at Masonry Wall Openings - Revised deleting masonry 
lintel (steel Reinforcement) above the concrete lintel and clarifying that the precast lintel is “Refractory 
Concrete (HTL) to match Architectural Det. 7/A6.0 as per attached revised Sheet S8 

 
Attachments:  (Here insert listing of attached documents that support description) 

 

Revised Sheet A0.0 – Cover Sheet 
Revised Sheet A3.0 – First Floor Plan 
Revised Sheet A3.1 – Second Floor Plan 
Revised Sheet A5.1 – Building Sections / Thermal Lining 

Details 
Revised Sheet A6.0 – Door Schedule/Door Details 
Revised Sheet A6.1 – Door Details 
Revised Sheet A6.2 – Door Details 
Revised Sheet A6.3 – Door Details 
Revised Sheet A7.1 – Roof/Chopout Details 
Revised Sheet A7.3 – Open Wall Joints 

Revised Sheet S1 – Structural Notes & Details 
Revised Sheet S3 – Second Floor Framing Plan 
Revised Sheet S4 – High & Low Framing Plan 
Revised Sheet S5 – Foundation Details 
Revised Sheet S6 – Second Floor Details 
Revised Sheet S8 – Details 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
ISSUED BY THE ARCHITECT: 
 
___RJJ__________________                                  _Randy Jones RA, Senior Project Manager 
(signature)                                                                  (Printed name and title) 
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